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SANITARY SEWER MANHOLES SANITARY SEWER PIPES
1 2 3 4 5 6 7 2] 10 PIPE ENDS 13 14 15 PIPE FLOWLINES 19
STRUCTURE LOWEST |FINISHED PIPE PIPE PIPE 16 17 18
NO. STATION |OFFSET| TYPE RIM ELEV. FLELEV. | DEPTH NOTES PIPE NO.| 11 FROM 12 TO oA IN. |LengTH ET] sLoPE % N ouT EXSTING FL NOTES
MH-SS1 | 08+20.0 | 256 |MANHOLE| 533.79 | 520.09 | 13.70 MANHOLE
P-1 MH-SS51 MH-ES1 8 220 0.60 520.09 518.77 518.67
MH-ES1 05+96.6 26.5 |MANHOLE| 526.76 518.67 8.09 EXMANHOLE
MH-SS2 | 45+73.4 | 285 |MANHOLE| 52580 | 513.75 | 12.05 MANHOLE
P-2 MH-S52 MH-SS3 8 329 2.00 513.75 507.17
MH-SS3 42+41.1 30.8 |MANHOLE| 518.40 507.07 11.33 MANHOLE
P-3 MH-SS3 MH-S54 8 268 0.50 507.07 505.73
MH-SS4 25+21.5 26.7 |MANHOLE| 512.23 505.63 6.60 MANHOLE
S8-CO 27+37.6 271 Clean Out 522.14 507.12 15.02 Clean Out
P-4 SS8-CO MH-S54 8 217 0.64 507.12 505.73 505.86
MH-SS4 25+21.5 26.7 |MANHOLE| 512.23 505.63 6.60 MANHOLE
P-5 MH-554 | Ex-Pipe End 8 13 7.92 505.63 504.60 504.60 Pipe End
Ex-Pipe End | 25+10.9 26.7 Pipe End 504.6 Ex-Pipe
Total 1047
Modify Rim Elevation of MH-E2 from Existing 509.96 to 511.50
Water Main Tabulations
1 2 3 1 5 6 PIPE ENDS 9 10 ik
PIPE pire | PPE | pipe
_ﬂ: Apparatus | STATION |OFFSET|SIDE| NOTE | "\ 7 FROM 8 TO CLASS o_—_._>. LENGTH FT
1 Valve 04+77.4 | 27.35 | LT. [Existing SANITARY SEWER SERVICES
WM-1 Valve 45deg Bend C900 ] 3.0 ITEM # STREET STATION|SIDE | DOWNSTREAM | DISTANCE FROM |LENGTH
2 | 45degBend | 04+806[ 2735 | LT. ARTHUR ST MANHOLE | DOWNSTREAM MH
Wh-2 45deg Bend 45deg Bend C900 [ 7.7
3 45deg Bend | 04+86.0 | 210 | Lt 08+17.7 MH -SS1
WM-3 | 45deg Bend 66" Tee Co00 | 6 1415 1 07+12.0| Lt 115.4 58 WATER SERVICES
6'x6" Tee 06+256 | 219 | Rt
WM3A| 66" Tee  |Hydrant Assembly| C900 | 6 35 05+96.6 MH-ES1 MEM#| STREET STATION |SIDE | LENGTH
4 | Hydrant Assembly | 06+81.9 | 21.9 | LT. 2 05+87.0 | Lt 326.4 58 ARTHUR ST
WM-4 | Hydrant Assembly Valve Co00 6 4.7 3 05+40.0 | Lt 279.4 58 1 05+12.0 Lt 18
5 Valve 06+866 | 219 | LT.
WM-5 Vale Hydrant Assembly| C900 | 6 129.1 02+60.6 MH-ES3 2 06+26.0 | Lt 18
6 |Hydrant Assembly | 08+14.2 | 219 | LT. HICKORY ST 3 07+38.0 Lt 18
45+73.4 MH-S52 HICKORY ST
7 Valve 23+92.4 | 2556 | LT. |Existing 4 45+61.0| Lt 319.9 9 4 46+06.0 | Lt | 62
WM-6 Valve 45deg Bend C800 6 2.5 5 45+58.0 | Rt 316.9 53 5 46+03.0 RT 18
WM-7 | 45deg Bend 45deg Bend | CO00 | 6 4.0 6 454010 | Lt Sa
9 45deg Bend | 23+973 | 23 | Lt 7 44+76.0 | Rt 234.9 53 7 44+98.0 | RT 18
WM-8 45deg Bend 6"x6" Tee C900 6 170.0 8 43+74.0 Lt 132.9 9 8 43+98.0 Lt 62
10 66" Tee 25:652 | 23 | LT.
WM-9 6"x6" Tee Valve Co00 | 6 13.1 9 4710} Rt 129.9 3 9 434950 | RT 18
11 Valve 25+783 | 23 | LT. 10 42+71.0| Lt 29.9 9 10 42+93.0 | Lt 62
WM-10 Valve Hydrant Assembly | C900 [ 150.6 11 42+68.0 | Rt 26.9 53 11 42+90.0 RT 18
12 |Hydrant Assembly | 27+37.9 | 23 | LT. TR T n w900 Tt =
12 41+67.0| Lt 193.5 9 13 414870 | RT | 18
13 41+64.0 | Rt 190.5 53 14 40+85.0 Lt 62
13 6'x6" Tee 47+12.0 | 220 | RT.
WWMT|  6'x6 Tee Vahe Co00 | 6 50 4 40+64.0 | Lt 90.5 9 15 404820 | Rt | 18
14 Valve 47+07.0 | 220 | RT. 15 40+61.0 | Rt 87.5 53 ANNA ST
WM-12 Valve Valve C900 6 357.0 39+73.5 MH-SS4
75 Vaie 43500 | 220 | RT. 16 24+560 | Rt | 62
WM-13 Valve Hydrant Assembly| C900 | 6 50 ANNA ST 17 26+320 | RT | 62
16 |Hydrant Assembly | 43+44.9 [ 220 | RT. 27+37.8 SSCO 216.1 658
WNM-14 | Hydrant Assembly |Hydrant Assembly| C900 [ 310.5 16 25+69.0 | Rt 475 16
17 |Hydrant Assembly | 40+34.4 | 220 | RT. - -
W-15 | Hydrant Assembly Vaive €900 | 6 50 17 25+29.0 | Rt 7.5 16
18 Valve 40+29.4 | 220 | RT. 25+21.5 MH-SS4
WM-16 Valve 6'x6" Tee Co00 | 6 6.6
5 e Tea 028 220 T RT 21+74.7 Ex-Manhole 346.7
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